
APPENDIX F- 2016 HIARNG HVAC EQUIPMENT LIST (OAHU)  

 Information to be completed/ verified by Contractor as part of contract.  Exhaust fans highlighted  in red will require a lift to service unit on the roof.

Equipme

nt Item #
Bldg. Location Description Qty. Building Location Make Model Serial Filter (Model no, Qty) Belt (Model No, Qty)

1 19 Kalaeloa Roof Top Packaged Unit 2 Rooftop 20x24x2 Qty 4 Qty 1

2 19 Kalaeloa Roof Top Packaged Unit 3 Rooftop 16x20x2 Qty 1 D/D

3 19 Kalaeloa Roof Top Packaged Unit (PACU 3) Office Orderly 1 Rooftop 12x24x2 Qty 6 Qty 1

4 19 Kalaeloa Mini Split System 4

5 19 Kalaeloa EF-1 1 Kitchen Hood

6 19 Kalaeloa EF-2 1 Dishwasher Hood

7 19 Kalaeloa EF-3 1 Griddle Hood

8 19 Kalaeloa EF-4 1 Sanitizing Sink Hood

 

1 46 Kalaeloa Chiller 1 Carrier 30HL050E511 4805Q05808

2 46 Kalaeloa AHU 1 Carrier 39MN40B005C7612XXS 0206V01014 20-16X25X2

3 46 Kalaeloa CHW Pump 1 3X25X6 428 C530095 12-16X20X2

4 46 Kalaeloa Remote condensor 1 Carrier 39MN40B005C2711XXS 0206V01014 6-16X25X2

 

1 1784 Kalaeloa AHU 1 Rm. 101 Carrier 42VE038LDY5APYM 945921-20-1 1-7X26 3/4X1 D/D

2 1784 Kalaeloa FCU 1 Rm. 101A 03BR 10-33 1-7X26 3/4X1 D/D

3 1784 Kalaeloa FCU 1 Rm. 101B 03BR 10-7 1-7X26 3/4X1 D/D

4 1784 Kalaeloa FCU 1 Rm 101C 03BL 20-6 1-7X26 3/4X1 D/D

5 1784 Kalaeloa FCU 1 Rm. 101D 03BL 20-10 1-7X26 3/4X1 D/D

6 1784 Kalaeloa FCU 1 Rm. 103 03BR 10-5 1-7X26 3/4X1 D/D

7 1784 Kalaeloa FCU 1 Rm. 103A 03BR 10-4 1-7X26 3/4X1 D/D

8 1784 Kalaeloa FCU 1 Rm. 103B 03BR 10-21 1-7X26 3/4X1 D/D

9 1784 Kalaeloa FCU 1 Rm. 103C 03BL 20-23 1-7X26 3/4X1 D/D

10 1784 Kalaeloa FCU 1 Rm. 103D 03BL 20-10 1-7X26 3/4X1 D/D

11 1784 Kalaeloa FCU 1 Rm. 102 03BL 20-16 1-7X26 3/4X1 D/D

12 1784 Kalaeloa FCU 1 Rm 102A 03BR 10-3 1-7X26 3/4X1 D/D

13 1784 Kalaeloa FCU 1 Rm. 102B 03BR 10-15 1-7X26 3/4X1 D/D

14 1784 Kalaeloa FCU 1 Rm. 102C 03BL 20-15 1-7X26 3/4X1 D/D

15 1784 Kalaeloa FCU 1 Rm 102D 03BR 10-19 1-7X26 3/4X1 D/D

16 1784 Kalaeloa FCU 1 Rm. 103 03BR 10-5 1-7X26 3/4X1 D/D

17 1784 Kalaeloa FCU 1 Rm. 103A 03BR 10-4 1-7X26 3/4X1 D/D

18 1784 Kalaeloa FCU 1 Rm. 103B 03BR 10-21 1-7X26 3/4X1 D/D

19 1784 Kalaeloa FCU 1 Rm. 103C Locked 1-7X26 3/4X1 D/D

20 1784 Kalaeloa FCU 1 Rm. 103D Locked 1-7X26 3/4X1 D/D

21 1784 Kalaeloa FCU 1 Rm. 104 03BR 10-32 1-7X26 3/4X1 D/D

22 1784 Kalaeloa FCU 1 Rm. 104A Renovation 1-7X26 3/4X1 D/D

23 1784 Kalaeloa FCU 1 Rm. 104B Renovation 1-7X26 3/4X1 D/D

24 1784 Kalaeloa FCU 1 Rm. 104C 03BL 20-21 1-7X26 3/4X1 D/D

25 1784 Kalaeloa FCU 1 Rm. 140D 03BL 20-21 1-7X26 3/4X1 D/D

26 1784 Kalaeloa FCU 1 Rm. 105 03BR 10-35 1-7X26 3/4X1 D/D

27 1784 Kalaeloa FCU 1 Rm 105A 03BR 10-20 1-7X26 3/4X1 D/D

28 1784 Kalaeloa FCU 1 Rm. 105B 03BR 10-25 1-7X26 3/4X1 D/D

29 1784 Kalaeloa FCU 1 Rm. 105C 03BL 20-11 1-7X26 3/4X1 D/D

30 1784 Kalaeloa FCU 1 Rm. 105D 03BL 20-2 1-7X26 3/4X1 D/D

31 1784 Kalaeloa FCU 1 Rm 201 03BL 20-26 1-7X26 3/4X1 D/D

32 1784 Kalaeloa FCU 1 Rm. 201A 03BR 10-16 1-7X26 3/4X1 D/D

33 1784 Kalaeloa FCU 1 Rm. 201B 03BR 10-22 1-7X26 3/4X1 D/D

34 1784 Kalaeloa FCU 1 Rm. 201C 03BL 10-7 1-7X26 3/4X1 D/D

35 1784 Kalaeloa FCU 1 Rm. 201D 03BL 20-3 1-7X26 3/4X1 D/D

36 1784 Kalaeloa FCU 1 Rm 202 03BL 20-30 1-7X26 3/4X1 D/D

37 1784 Kalaeloa FCU 1 Rm. 202A 03BR 10-34 1-7X26 3/4X1 D/D

38 1784 Kalaeloa FCU 1 Rm. 202B 03BR 10-9 1-7X26 3/4X1 D/D

39 1784 Kalaeloa FCU 1 Rm. 202C 03BL 20-28 1-7X26 3/4X1 D/D

40 1784 Kalaeloa FCU 1 Rm. 202D 03BL 20-27 1-7X26 3/4X1 D/D

41 1784 Kalaeloa FCU 1 Rm. 203 03BR 10-23 1-7X26 3/4X1 D/D

42 1784 Kalaeloa FCU 1 Rm. 203A 03BR 10-12 1-7X26 3/4X1 D/D

43 1784 Kalaeloa FCU 1 Rm. 203B 03BR 10-31 1-7X26 3/4X1 D/D

44 1784 Kalaeloa FCU 1 Rm. 203C 03BR 10-28 1-7X26 3/4X1 D/D

45 1784 Kalaeloa FCU 1 Rm. 203D 03BL 20-5 1-7X26 3/4X1 D/D

46 1784 Kalaeloa FCU 1 Rm. 204 03BR 10-8 1-7X26 3/4X1 D/D

47 1784 Kalaeloa FCU 1 Rm. 204A 03BR 10-11 1-7X26 3/4X1 D/D

48 1784 Kalaeloa FCU 1 Rm. 204B 03BR 10-10 1-7X26 3/4X1 D/D

49 1784 Kalaeloa FCU 1 Rm. 204C 03BL 20-17 1-7X26 3/4X1 D/D

50 1784 Kalaeloa FCU 1 Rm. 204D 03BR 10-31 1-7X26 3/4X1 D/D

51 1784 Kalaeloa FCU 1 Rm. 205 03BR 10-37 1-7X26 3/4X1 D/D

52 1784 Kalaeloa FCU 1 Rm. 205A 03BR 10-14 1-7X26 3/4X1 D/D

53 1784 Kalaeloa FCU 1 Rm. 205B 03BR 10-18 1-7X26 3/4X1 D/D

54 1784 Kalaeloa FCU 1 Rm. 205C 03BL 20-24 1-7X26 3/4X1 D/D

55 1784 Kalaeloa FCU 1 Rm 205D 03BL 20-9 1-7X26 3/4X1 D/D

56 1784 Kalaeloa FCU 1 Rm 302 03BL 20-4 1-7X26 3/4X1 D/D

57 1784 Kalaeloa FCU 1 Rm. 302A 03BR 10-27 1-7X26 3/4X1 D/D
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nt Item #
Bldg. Location Description Qty. Building Location Make Model Serial Filter (Model no, Qty) Belt (Model No, Qty)

58 1784 Kalaeloa FCU 1 Rm. 302B 03BR 10-17 1-7X26 3/4X1 D/D

59 1784 Kalaeloa FCU 1 Rm. 302C 03BL 20-20 1-7X26 3/4X1 D/D

60 1784 Kalaeloa FCU 1 Rm. 302D 03BL 20-25 1-7X26 3/4X1 D/D

61 1784 Kalaeloa FCU 1 Rm. 303 03BR 10-19 1-7X26 3/4X1 D/D

62 1784 Kalaeloa FCU 1 Rm. 303A 03BR 10-13 1-7X26 3/4X1 D/D

63 1784 Kalaeloa FCU 1 Rm. 303B 03BR 10-30 1-7X26 3/4X1 D/D

64 1784 Kalaeloa FCU 1 Rm. 303C 03BL 20-12 1-7X26 3/4X1 D/D

65 1784 Kalaeloa FCU 1 Rm. 303D 03BL 20-14 1-7X26 3/4X1 D/D

66 1784 Kalaeloa FCU 1 Rm. 304 03BR 10-24 1-7X26 3/4X1 D/D

67 1784 Kalaeloa FCU 1 Rm. 304A 03BR 10-2 1-7X26 3/4X1 D/D

68 1784 Kalaeloa FCU 1 Rm. 304B 03BR 10-6 1-7X26 3/4X1 D/D

69 1784 Kalaeloa FCU 1 Rm. 304C 03BR 20-17 1-7X26 3/4X1 D/D

70 1784 Kalaeloa FCU 1 Rm. 304D 03BL 20-8 1-7X26 3/4X1 D/D

71 1784 Kalaeloa FCU 1 Rm. 305 03BR 10-1 1-7X26 3/4X1 D/D

72 1784 Kalaeloa FCU 1 Rm. 305A Locked 1-7X26 3/4X1 D/D

73 1784 Kalaeloa FCU 1 Rm. 305B 03BR 10-26 1-7X26 3/4X1 D/D

74 1784 Kalaeloa FCU 1 Rm 305C 03BL 20-32 1-7X26 3/4X1 D/D

75 1784 Kalaeloa FCU 1 Rm. 305D 03BL 20-33 1-7X26 3/4X1 D/D

1 1785 Kalaeloa AHU 4

2 1785 Kalaeloa Mini Split 1 Mitsubishi

 

1 1788 Kalaeloa Air cooled Chiller #1 1 Outside Carrier 30RBA1206 5105Q80630 NA NA

2 1788 Kalaeloa CHW pump 2 NA NA

3 1788 Kalaeloa FCU 1 Carrier 42VBA04BLCY54PYM 955181-30-1 1-7 3/4X 31 3/4X 1 D/D

4 1788 Kalaeloa FCU 1 Carrier 42VBA04BRCY5APYM 955181-10-1 1-7 3/4X 43 3/4X 1 D/D

5 1788 Kalaeloa FCU 1 Carrier 42VBA08BLCY5APYM 955181-30-1 1-7 3/4X 31 3/4X 1 D/D

6 1788 Kalaeloa EF-2 4

 

1 1898 Kalaeloa Air Cooled Chiller #1 1 Outside McQuay AGZ080DHSNN-ER10  NA NA

2 1898 Kalaeloa CHWP 2 Outside

3 1898 Kalaeloa Air Compressor East Mech. Rm.

4 1898 Kalaeloa AHU-1 1 East Mech. Rm. Carrier 3235T34248 6-24X24X2 1-BX38

5 1898 Kalaeloa AHU-2 1 East Mech. Rm. Carrier 3285T33246 15-24X24X2 2-5VX710

6 1898 Kalaeloa AHU-3 1 East Mech. Rm. Carrier 328ST33258 8-24X24X2 1-BX38

7 1898 Kalaeloa AHU-4 1 East Mech. Rm. Carrier 8-24X24X2 2-AX36

8 1898 Kalaeloa AHU-5 1 East Mech. Rm. Carrier 3285T33255 15-24X24X2 3-BP90

9 1898 Kalaeloa AHU-6 1 West Mech. Rm. Carrier 3285T33244

10 1898 Kalaeloa AHU-7 1 West Mech. Rm. Carrier 3285T33253

11 1898 Kalaeloa AHU-8 1 West Mech. Rm. Carrier 3285T33245

12 1898 Kalaeloa Exhaust Fan 13

 

1 117 Kalaeloa Air Cooled Chiller #1 (CH-1) 1 Outside Trane RTAA1004YR0143C0QB U05G02194

2 117 Kalaeloa Air Cooled Chiller #2 (CH-2) 1 Outside Trane RTAA1004YR0143C0QB U05G02195

3 117 Kalaeloa CHWP 2 Outside

4 117 Kalaeloa AHU Trane 20x25x2 (10) Qty 2

5 117 Kalaeloa AHU Trane

16x25x2 (1)

20x25x2 (1) Qty 1

6 117 Kalaeloa AHU1- AHU23 23 Trane

2 EA AHU w/ 1 EA air 

filter and no belt

21 EA AHU w/ 2 EA air 

filter and 1 EA belt

7 117 Kalaeloa Dehumidifier (DH-C-1) 1 VAULT C128  

8 117 Kalaeloa Dehumidifer Remote Condenser (DRC-C-1) 1 VAULT C128

9 117 Kalaeloa Dehumidifier (DH-C-2) 1 UNIT STORAGE C130

10 117 Kalaeloa Dehumidifer Remote Condenser (DRC-C-2) 1 UNIT STORAGE C130

11 117 Kalaeloa Dehumidifier (DH-A-1) 1 ARMS VAULT A149

12 117 Kalaeloa Dehumidifer Remote Condenser (DRC-A-1) 1 ARMS VAULT A149

13 117 Kalaeloa EF-A-1 CENTRIFUGAL ROOF UPBLAST 1 P&C WAREHOUSE A156G

14 117 Kalaeloa EF-A-2 CENTRIFUGAL ROOF UPBLAST 1 P&C WAREHOUSE A156G

15 117 Kalaeloa EF-A-3 CENTRIFUGAL ROOF UPBLAST 1 P&C WAREHOUSE A156G

16 117 Kalaeloa EF-A-4 CENTRIFUGAL ROOF UPBLAST 1 WAREHOSUE A154

17 117 Kalaeloa EF-A-5 CENTRIFUGAL ROOF UPBLAST 1 WAREHOSUE A154

18 117 Kalaeloa EF-A-6 CENTRIFUGAL ROOF UPBLAST 1 WAREHOSUE A154

19 117 Kalaeloa EF-A-7 CENTRIFUGAL ROOF UPBLAST 1 WAREHOSUE A154

20 117 Kalaeloa EF-A-8 CENTRIFUGAL ROOF 1 WOMENS LOCKER A144

21 117 Kalaeloa EF-A-9 CENTRIFUGAL ROOF 1 MENS LOCKER A132

22 117 Kalaeloa EF-A-10 CENTRIFUGAL IN-LINE 1 ENCLOSURE A154E

23 117 Kalaeloa EF-A-10 CENTRIFUGAL IN-LINE 1 ENCLOSURE A154E

24 117 Kalaeloa EF-A-12 CENTRIFUGAL ROOF 1 WOMENS LOCKER A144

25 117 Kalaeloa EF-A-13 CENTRIFUGAL ROOF 1 BREAK RM A139

26 117 Kalaeloa EF-B-1 CENTRIFUGAL ROOF UPBLAST 1 WAREHOUSE/STOR. B100

27 117 Kalaeloa EF-B-2 CENTRIFUGAL ROOF UPBLAST 1 WAREHOUSE/STOR. B100

28 117 Kalaeloa EF-B-3 CENTRIFUGAL ROOF UPBLAST 1 SHIPPING/RECEIV. B101
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nt Item #
Bldg. Location Description Qty. Building Location Make Model Serial Filter (Model no, Qty) Belt (Model No, Qty)

29 117 Kalaeloa EF-B-4 CENTRIFUGAL ROOF 1 STORAGE H201

30 117 Kalaeloa EF-B-5 CENTRIFUGAL ROOF 1 WOMENS LOCKER H210

31 117 Kalaeloa EF-B-6 CENTRIFUGAL ROOF 1 MEZZANINE AREA "C"

32 117 Kalaeloa EF-B-7 CENTRIFUGAL ROOF 1 WAREHOUSE/STOR B100

33 117 Kalaeloa EF-C-1 CENTRIFUGAL ROOF 1 STORAGE C136

34 117 Kalaeloa EF-C-2 CENTRIFUGAL ROOF 1 SUPPLY ENCLSR C130A

35 117 Kalaeloa EF-C-3 CENTRIFUGAL ROOF 1 WAREHOUSE/STOR B100

36 117 Kalaeloa EF-C-4 CENTRIFUGAL ROOF 1 ASEMBLY HALL C126

37 117 Kalaeloa EF-C-5 CENTRIFUGAL ROOF 1 MENS TOILET C117

38 117 Kalaeloa EF-C-6 CENTRIFUGAL ROOF 1 WOMENS LOCKER C113

39 117 Kalaeloa EF-C-7 CENTRIFUGAL ROOF 1 CORRIDOR C138

40 117 Kalaeloa EF-C-8 CENTRIFUGAL ROOF 1 CORRIDOR C131

41 117 Kalaeloa EF-C-9 CENTRIFUGAL ROOF 1 CORRIDOR C133

42 117 Kalaeloa EF-C-10 CENTRIFUGAL ROOF UPBLAST 1 STORAGE C136

43 117 Kalaeloa EF-C-14 CENTRIFUGAL ROOF 1 P&C WAREHOUSE A156G

44 117 Kalaeloa EF-D-1 UTILITY SET 1 STMP WORKBAY D100

45 117 Kalaeloa EF-D-2 UTILITY SET 1 STMP WORKBAY D100

46 117 Kalaeloa EF-D-3 UTILITY SET 1 STMP WORKBAY D100

47 117 Kalaeloa EF-D-4 UTILITY SET 1 STMP WORKBAY D100

48 117 Kalaeloa EF-D-5 CENTRIFUGAL ROOF 1 TOOL STORAGE D109A

49 117 Kalaeloa EF-D-6 CENTRIFUGAL ROOF 1 COMP RM D103A

50 117 Kalaeloa EF-D-7 CENTRIFUGAL CEILING CABINET 1 ELEC. RM D105A

51 117 Kalaeloa EF-D-8 CENTRIFUGAL ROOF 1 CORRIDOR D120

52 117 Kalaeloa EF-D-9 CENTRIFUGAL ROOF 1 PARTS STORAGE D110

53 117 Kalaeloa EF-D-10 CENTRIFUGAL ROOF 1 MENS TOILET D204

54 117 Kalaeloa EF-D-11 CENTRIFUGAL ROOF 1 MENS TOILET D204

55 117 Kalaeloa CRAC FCU (A-9) 6 A125/A126 Liebert MMD60E7C0ELF 20x20x4 (2) Qty 1

56 117 Kalaeloa CRAC ACCU (A-9) 6 A125/A126 Liebert PFHZ067ACYL7

1 Bldg 117 ("Low Bay") Kalaeloa CRACU-F-1 CEILING HUNG WATER COOLED ACU 1 Elec Supply L102

2 Bldg 117 ("Low Bay") Kalaeloa CRACU-F-2 CEILING HUNG WATER COOLED ACU 1 Comm/Elec L103

3 Bldg 117 ("Low Bay") Kalaeloa CRACU-F-3 CEILING HUNG WATER COOLED ACU 1 Comm/Elec L103

4 Bldg 117 ("Low Bay") Kalaeloa CRACU-F-4 CEILING HUNG WATER COOLED ACU 1 Missile Repair L107

5 Bldg 117 ("Low Bay") Kalaeloa CRACU-F-5 CEILING HUNG WATER COOLED ACU 1 Instrument Repair L110

4 Bldg 117 ("Low Bay") Kalaeloa FCU-F-1  LARGE CAPACITY FAN COIL UNIT 1 CORRIDOR L137

5 Bldg 117 ("Low Bay") Kalaeloa AHU-F-2 CENTRAL STATION AIR HANDLING UNIT 1 COMMIELEC L103

6 Bldg 117 ("Low Bay") Kalaeloa AHU-F-3 CENTRAL STATION AIR HANDLING UNIT 1 COMM/ELEC L103

7 Bldg 117 ("Low Bay") Kalaeloa EF-17 CENTRIFUGAL ROOF UPBLAST 1 RAD CALIBR L101

8 Bldg 117 ("Low Bay") Kalaeloa EF-18 CENTRIFUGAL ROOF UPBLAST 1 CORRIDOR L136

9 Bldg 117 ("Low Bay") Kalaeloa EF-19 CENTRIFUGAL ROOF 1 STORAGE

10 Bldg 117 ("Low Bay") Kalaeloa EF-20 CENTRIFUGAL ROOF 1 ELECTR WRKBAY L130

11 Bldg 117 ("Low Bay") Kalaeloa EF-21 CENTRIFUGAL ROOF 1 PARTS STORAGE L134

12 Bldg 117 ("Low Bay") Kalaeloa EF-22 CENTRIFUGAL ROOF 1 BASIC ISSUE L1129

13 Bldg 117 ("Low Bay") Kalaeloa EF-23 CENTRIFUGAL ROOF 1 SUPPLY L127

14 Bldg 117 ("Low Bay") Kalaeloa EF-24 CENTRIFUGAL ROOF 1 SUPPLY L127

15 Bldg 117 ("Low Bay") Kalaeloa EF-25 CENTRIFUGAL ROOF 1 SUPPLY L127

16 Bldg 117 ("Low Bay") Kalaeloa EF-28 CENTRIFUGAL ROOF 1 OPEN SPACE L123

17 Bldg 117 ("Low Bay") Kalaeloa EF-29 CENTRIFUGAL ROOF 1 ARTILLERY MAINT L121

18 Bldg 117 ("Low Bay") Kalaeloa EF-30 CENTRIFUGAL ROOF 1 CANVAS SHOP L120

19 Bldg 117 ("Low Bay") Kalaeloa EF-31 CENTRIFUGAL ROOF 1 CARPENTRY SHOP L119

20 Bldg 117 ("Low Bay") Kalaeloa EF-60 CENTRIFUGAL ROOF 1 AIR COMP L127B

21 Bldg 117 ("Low Bay") Kalaeloa DH (F-1) DEHUMIDIFIER 1 VAULT L109

22 Bldg 117 ("Low Bay") Kalaeloa DRC (F-1) DEHUMIDIFIER REMOTE CONDESER 1 EXT OF REC'G OFFICE L128

23 Bldg 117 ("Low Bay") Kalaeloa FCU-F-4 HORIZONTAL CABINET FAN COIL UNIT 1 MISSILE REPAIR L107

24 Bldg 117 ("Low Bay") Kalaeloa FCU-F-5 HORIZONTAL CABINET FAN COIL UNIT 1 MACHINE SHOP L122

25 Bldg 117 ("Low Bay") Kalaeloa FCU-F-6  HORIZONTAL CABINET FAN COIL UNIT 1 FACILITY MAINT. L111

26 Bldg 117 ("Low Bay") Kalaeloa FCU-F-7 DUCTED FAN COIL UNIT 1 COMM ROOM

27 Bldg 117 ("Low Bay") Kalaeloa FCU-F-8 LARGE CAPACITY FAN COIL UNIT 1 CORRIDOR L136

28 Bldg 117 ("Low Bay") Kalaeloa FCU-F-9  HORIZONTAL CABINET FAN COIL UNIT 1 MACHINE SHOP L122

 

1 Bldg 117  ("High Bay") Kalaeloa EF-F-1 WALL MOUNTED PROPELLER 1 ELECTRICAL F100

2 Bldg 117  ("High Bay") Kalaeloa EF-F-2 TUBLAR IN-LINE 1 HANGER WORKBAY

3 Bldg 117  ("High Bay") Kalaeloa EF-F-3 TUBLAR IN-LINE 1 HANGER WORKBAY

4 Bldg 117  ("High Bay") Kalaeloa EF-F-4 TUBLAR IN-LINE 1 HANGER WORKBAY

5 Bldg 117  ("High Bay") Kalaeloa EF-F-5 TUBLAR IN-LINE 1 HANGER WORKBAY

6 Bldg 117  ("High Bay") Kalaeloa EF-F-6 TUBLAR IN-LINE 1 HANGER WORKBAY

7 Bldg 117  ("High Bay") Kalaeloa EF-F-7 TUBLAR IN-LINE 1 HANGER WORKBAY

8 Bldg 117  ("High Bay") Kalaeloa EF-F-8 TUBLAR IN-LINE 1 HANGER WORKBAY

9 Bldg 117  ("High Bay") Kalaeloa EF-F-9 TUBLAR IN-LINE 1 HANGER WORKBAY

10 Bldg 117  ("High Bay") Kalaeloa EF-F-10 TUBLAR IN-LINE 1 HANGER WORKBAY

11 Bldg 117  ("High Bay") Kalaeloa EF-F-11 TUBLAR IN-LINE 1 HANGER WORKBAY

10 Bldg 117  ("High Bay") Kalaeloa EF-12  UTILITY SET 1

11 Bldg 117  ("High Bay") Kalaeloa EF-13 UTILTY SET 1

 

APPENDIX F Page 3 of 10 2016 HIARNG AC Equipment List (Oahu )



Equipme

nt Item #
Bldg. Location Description Qty. Building Location Make Model Serial Filter (Model no, Qty) Belt (Model No, Qty)

1 117B (Ext Work Bay) Kalaeloa ACCU-F-3 INVERTER AIR COOLED CONDENSING UNIT 1

2 117B (Ext Work Bay) Kalaeloa ACCU-F-4 INVERTER AIR COOLED CONDENSING UNIT 1

3 117B (Ext Work Bay) Kalaeloa FCU-F-13 DUCTED FAN COIL UNIT 1 CONTROL ROOM, E121

5 117B (Ext Work Bay) Kalaeloa FCU-F-14 DUCTED FAN COIL UNIT 1 BREAKROOM, E111

4 117B (Ext Work Bay) Kalaeloa FCU-F-15 DUCTED FAN COIL UNIT 1 AUTO SUPR, E112,

6 117B (Ext Work Bay) Kalaeloa FCU-F-16 DUCTED FAN COIL UNIT 1 COMM ROOM, E116,

7 117B (Ext Work Bay) Kalaeloa FCU-F-17 DUCTED FAN COIL UNIT 1 FUEL IGNITION E114

8 117B (Ext Work Bay) Kalaeloa FCU-F-18 DUCTED FAN COIL UNIT 1 INJECTOR TEST E109

9 117B (Ext Work Bay) Kalaeloa FCU-F-19 DUCTED FAN COIL UNIT 1 TRANS/POWER PACK E124

10 117B (Ext Work Bay) Kalaeloa FCU-F-20 DUCTED FAN COIL UNIT 1 ENGINE DYNO E122

11 117B (Ext Work Bay) Kalaeloa FCU-F-21 DUCTED FAN COIL UNIT 1 POP VALUE TEST RM E119

12 117B (Ext Work Bay) Kalaeloa EF-34 INDUSTRIAL B.I UTILTY SET 1 WORKBAY E102

13 117B (Ext Work Bay) Kalaeloa EF-35 INDUSTRIAL B.I UTILTY SET 1 WORKBAY E102

14 117B (Ext Work Bay) Kalaeloa EF-36 INDUSTRIAL B.I UTILTY SET 1 WORKBAY E102

15 117B (Ext Work Bay) Kalaeloa EF-37 INDUSTRIAL B.I UTILTY SET 1 WORKBAY E102

16 117B (Ext Work Bay) Kalaeloa EF-38 CENTRIFUGAL ROOF 1 WORKBAY E102

17 117B (Ext Work Bay) Kalaeloa EF-39 CENTRIFUGAL ROOF 1 WORKBAY E102

18 117B (Ext Work Bay) Kalaeloa EF-41 CENTRIFUGAL ROOF UPBLAST 1 FUEL IGNITION E114

19 117B (Ext Work Bay) Kalaeloa EF-41A INDUSTRIAL B.I UTILTY SET 1 INJECT TEST E109

20 117B (Ext Work Bay) Kalaeloa EF-42A CENTRIFUGAL ROOF 1 AIR COMP E113

21 117B (Ext Work Bay) Kalaeloa EF-42B CENTRIFUGAL ROOF 1 AIR COMP E113

22 117B (Ext Work Bay) Kalaeloa F-43 CENTRIFUGAL ROOF 1

23 117B (Ext Work Bay) Kalaeloa EF-44 CENTRIFUGAL ROOF 1 TIRE/ALIGN E117

24 117B (Ext Work Bay) Kalaeloa EF-45 INDUSTRIAL B.I UTILTY SET 1 TIRE/ALIGN E117

25 117B (Ext Work Bay) Kalaeloa EF-46 INDUSTRIAL B.I UTILTY SET 1 TRANS PWRPACK E124

26 117B (Ext Work Bay) Kalaeloa EF-47 PROPELLER UPBLAST TUBE AXIAL 1 ENGINE DYNOMTR E122

27 117B (Ext Work Bay) Kalaeloa EF-48 CENTRIFUGAL ROOF 1 ELEC RM E120

28 117B (Ext Work Bay) Kalaeloa EF-49 INDUSTRIAL B.I UTILTY SET 1 WELDING SHOP E125

29 117B (Ext Work Bay) Kalaeloa EF-50 INDUSTRIAL B.I UTILTY SET 1 WELDING SHOP E125

30 117B (Ext Work Bay) Kalaeloa EF-51 CENTRIFUGAL ROOF 1 WELDING SHOP E125

31 117B (Ext Work Bay) Kalaeloa EF-52 CENTRIFUGAL ROOF 1 BODY SHOP E126

32 117B (Ext Work Bay) Kalaeloa EF-53 PROPELLER UPBLAST TUBE AXIAL 1 WASH/STRIP E127

33 117B (Ext Work Bay) Kalaeloa EF-54 CENTRIFUGAL ROOF UPBLAST 1 PAINT KITCHEN E127

34 117B (Ext Work Bay) Kalaeloa EF-55A CENTRIFUGAL ROOF 1 MECH RM E128

35 117B (Ext Work Bay) Kalaeloa EF-55B CENTRIFUGAL ROOF 1 MECH RM E128

36 117B (Ext Work Bay) Kalaeloa EF-57 CENTRIFUGAL ROOF 1 PAINT SHOP E132

37 117B (Ext Work Bay) Kalaeloa EF-58 CENTRIFUGAL ROOF 1 PREP SHOP E133

38 117B (Ext Work Bay) Kalaeloa EF-59 CENTRIFUGAL ROOF 1 UNDERCOATING E134

39 117B (Ext Work Bay) Kalaeloa EF-61 CENTRIFUGAL ROOF 1 DYNO EQUIP E123

40 117B (Ext Work Bay) Kalaeloa EF-62 PROPELLER UPBLAST TUBE AXIAL 1 PAINT SHOP E132

41 117B (Ext Work Bay) Kalaeloa EF-63 PROPELLER UPBLAST TUBE AXIAL 1 UNDERCOATING E134

42 117B (Ext Work Bay) Kalaeloa EF-66 INDUSTRIAL B.I UTILTY SET 1 ADDED WORKBAY

43 117B (Ext Work Bay) Kalaeloa EF-67 INDUSTRIAL B.I UTILTY SET 1 ADDED WORKBAY

44 117B (Ext Work Bay) Kalaeloa EF-68 CENTRIFUGAL ROOF 1 ADDED WORKBAY

45 117B (Ext Work Bay) Kalaeloa EF-69 WALL MOUNTED PROPELLER 1 PV ROOM

 

1 663 (Admin Bldg) Kalaeloa EF-33 WOMENS TOILET 1 2nd Floor

2 663 (Admin Bldg) Kalaeloa AHU-F-12 CENTRAL STATION AIR HANDLING UNIT 1 2nd Floor LOFT F204

3 663 (Admin Bldg) Kalaeloa EF-64 WALL MOUNTED PROPELLER 1 2nd Floor JANITOR CLOSET 105

4 663 (Admin Bldg) Kalaeloa FCU-F-10 HORIZONTAL CABINET FAN COIL UNIT 1 1st Floor STORAGE F107

5 663 (Admin Bldg) Kalaeloa AHU-F-11  CENTRAL STATION AIR HANDLING UNIT 1 1st Floor STORAGE F107

6 663 (Admin Bldg) Kalaeloa ACCU-F2 INVERTER AIR COOLED CONDENSING UNIT 1

7 663 (Admin Bldg) Kalaeloa FCU-F-22 DUCTED FAN COIL UNIT 1 COMM RM 

   

1 282 Kalaeloa Ductless DX FCU (2-1E, 2-1F, 2-1N, 2-5E) 4  Mitsubishi P08NBMU-E No filters

2 282 Kalaeloa Ductless DX FCU (2-1K, 2-1M) 2 Mitsubishi P12NHMU-E

3 282 Kalaeloa Ductless DX FCU (2-5D, 2-5H) 2 Mitsubishi P15NHMU-E

4 282 Kalaeloa Ductless DX FCU (2-1A, 2-1D, 2-4F, 2-5C, 2-5G, 2-5J) 6 Mitsubishi P18NHMU-E

5 282 Kalaeloa Ductless DX FCU (1-3) 1 Mitsubishi PKA-A18HA4

6 282 Kalaeloa

Ductless DX FCU (2-1C, 2-1H, 2-2A, 2-2B, 2-2C, 2-2D, 2-3A, 2-

3C, 2-3D, 2-4A, 2-4D, 2-4E, 2-4H, 2-4J, 2-5A) 16 Mitsubishi P24NKMU-E

7 282 Kalaeloa Ductless DX FCU (1-1, 1-2,1-4) 3 Mitsubishi PKA-A24KA4

8 282 Kalaeloa

Ductless DX FCU (2-1B, 2-1G, 2-1L, 2-3B, 2-4C, 2-4G, 2-5B, 2-

5K, 2-5L) 9 Mitsubishi P30NKMU-E

9 282 Kalaeloa Ductless DX FCU 20

10 282 Kalaeloa ACCU 24,000 Btuh (1-1) 1 Mitsubishi PUY-A24NHA4-BS

11 282 Kalaeloa ACCU 24,000 Btuh (1-2) 1 Mitsubishi PUY-A24NHA4-BS

12 282 Kalaeloa ACCU 18,000 Btuh (1-3) 1 Mitsubishi PUY-A18NHA4-BS

13 282 Kalaeloa ACCU 24,000 Btuh (1-4) 1 Mitsubishi PUY-A24NHA4-BS

14 282 Kalaeloa ACCU 216,000 Btuh (2-1) 1 Mitsubishi PUHY-P216TSJMU-A-BS

15 282 Kalaeloa ACCU 96,000 Btuh (2-2) 1 Mitsubishi PUHY-P96TJMU-A-BS

16 282 Kalaeloa ACCU 96,000 Btuh (2-3) 1 Mitsubishi PUHY-P96TJMU-A-BS

17 282 Kalaeloa ACCU 216,000 Btuh (2-4) 1 Mitsubishi PUHY-P216TSJMU-A-BS

18 282 Kalaeloa ACCU 192,000 Btuh (2-5) 1 Mitsubishi PUHY-P192TSJMU-A-BS
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19 282 Kalaeloa AC Condensate Pump 14 Little Giant VCMA-20

20 282 Kalaeloa AHU (1) 1 In Mech Rm 2015 - feeds Locker Room

21 282 Kalaeloa Supply Air Fans

22 282 Kalaeloa Exhaust Fans

 

1 134 Kalaeloa AHU-1 1 Carrier 40RM016B611ED 1101F20585

16x20x2 Qty 4

16x24x2 Qty 4 1 EA belt

2 134 Kalaeloa ACCU-1 1 Carrier 38 AKS016-521

3 134 Kalaeloa Ductless Wall mounted FCU-1 1 Carrier 40QNB012

4 134 Kalaeloa Horizontal Discharge Outdoor Unit ACCU-2 1 Carrier 38AN012

1 29 (Readiness Center) Kalaeloa Air Cooled package water chiller (CH 1) 1 Carrier 30RBD06065-RCQ3K 2813Q79294

2 29 (Readiness Center) Kalaeloa Air Cooled package water chiller (CH 2) 1 Carrier 30RBD06065-RCQ3K 2813Q79307

3 29 (Readiness Center) Kalaeloa Water to water heat pump (WHP 1) 1 MECH RM 2090 Johnson Controls RWXW360R4PF3NNSSB

4 29 (Readiness Center) Kalaeloa Chilled water AHU (AHU 1) 1 1ST FLOOR Carrier 39MN-21

5 29 (Readiness Center) Kalaeloa Chilled water AHU (AHU 2) 1 2ND FLOOR Carrier 39MN-17

6 29 (Readiness Center) Kalaeloa Chilled water AHU (AHU 3) 1 LECTURE HALL Carrier 39MN-08

7 29 (Readiness Center) Kalaeloa Chilled water AHU (AHU 4) 1 ASSEMBLY HALL Carrier 39MN-12

8 29 (Readiness Center) Kalaeloa Chilled Water Pump (P1) 1 MECH RM 2090 B&G 2-1/2BB SERIES 1510

9 29 (Readiness Center) Kalaeloa Chilled Water Pump (P2) 1 MECH RM 2090 B&G 2-1/2BB SERIES 1510

10 29 (Readiness Center) Kalaeloa Chilled Water Pump (P3) 1 MECH RM 1100 B&G 2E SERIES 1510

11 29 (Readiness Center) Kalaeloa Chilled Water Pump (P4) 1 MECH RM 1100 B&G 2E SERIES 1510

12 29 (Readiness Center) Kalaeloa Chilled Water Pump (P5) 1 MECH RM 2090 B&G

2 1/2 X 2 1/2 X 7 SERIES 

80

13 29 (Readiness Center) Kalaeloa Chilled Water Pump (P6) 1 MECH RM 2090 B&G

2 1/2 X 2 1/2 X 7 SERIES 

80

14 29 (Readiness Center) Kalaeloa Ductless Split FCU (ACU1) 1 COMM#1 - 1110 Friedrich MW18C3F

15 29 (Readiness Center) Kalaeloa Ductless Split ACCU (ACCU1) 1 1st FLR ROOF Friedrich MW18C3F

16 29 (Readiness Center) Kalaeloa Ductless Split FCU (ACU2) 1 COMM#2 - 1230 Friedrich MW09C1H

17 29 (Readiness Center) Kalaeloa Ductless Split ACCU (ACCU2) 1 1st FLR ROOF Friedrich MW09C1H

18 29 (Readiness Center) Kalaeloa Ductless Split FCU (ACU3) 1 COMM#3 - 2110 Friedrich MW09C1H

19 29 (Readiness Center) Kalaeloa Ductless Split ACCU (ACCU3) 1 1st FLR ROOF Friedrich MW09C1H

20 29 (Readiness Center) Kalaeloa Ductless Split FCU (ACU4) 1 COMM#4 - 2190 Friedrich MW09C1H

21 29 (Readiness Center) Kalaeloa Ductless Split ACCU (ACCU4) 1 1st FLR ROOF Friedrich MW09C1H

22 29 (Readiness Center) Kalaeloa Ductless Split FCU (ACU5) 1 ELEV RM 1160 Friedrich MW09C1H

23 29 (Readiness Center) Kalaeloa Ductless Split ACCU (ACCU5) 1 1st FLR ROOF Friedrich MW09C1H

24 29 (Readiness Center) Kalaeloa Dehumidifer (DH1) 1 VAULT 1201 Comfort Air BHD-301G

25 29 (Readiness Center) Kalaeloa Dehumidifer (DH2) 1 VAULT 1202 Comfort Air BHD-301G

26 29 (Readiness Center) Kalaeloa Exhaust Fan (EF1) 1 ATTIC Cook 135SQN-B

27 29 (Readiness Center) Kalaeloa Exhaust Fan (EF2) 1 MECH RM 2090 Cook 120SQN-B

28 29 (Readiness Center) Kalaeloa Exhaust Fan (EF3) 1 MECH RM 2090 Cook 180SQN-B

29 29 (Readiness Center) Kalaeloa Exhaust Fan (EF4) 1 ATTIC Cook 135SQN-B

30 29 (Readiness Center) Kalaeloa Exhaust Fan (EF5) 1 ROOF Cook 270VX11B

31 29 (Readiness Center) Kalaeloa Exhaust Fan (EF6) 1 ROOF Cook 195VX7B

32 29 (Readiness Center) Kalaeloa Exhaust Fan (EF7) 1 SCULLERY 1243 Cook 165SQN-B

33 29 (Readiness Center) Kalaeloa Exhaust Fan (EF8) 1 STORAGE 1248 Cook 60SQN-B

34 29 (Readiness Center) Kalaeloa Exhaust Fan (EF9) 1 MECH RM 2090 Cook 120SQN-B

35 29 (Readiness Center) Kalaeloa Exhaust Fan (EF10) 1 LOCKER RM 1210 Cook 24XMWH

36 29 (Readiness Center) Kalaeloa Exhaust Fan (EF11) 1 STOR RM 1200 Cook 24XMWH

37 29 (Readiness Center) Kalaeloa Exhaust Fan (EF12) 1 ATTIC Cook 225SQ2N-B

38 29 (Readiness Center) Kalaeloa Exhaust Fan (EF13) 1 TABLE & CHAIR 1251 Cook 20XLW

39 29 (Readiness Center) Kalaeloa Supply Fan (SF1) 1 STORAGE 1251 Cook 200KSP-B

 

1 1903 Kalaeloa Ductless Mini Split 7 Mitsubishi

 

1 175 Kalaeloa FCU1 28,000 Btuh 1 Storage LG

2 175 Kalaeloa FCU2 28,000 Btuh 1 Office LG

3 175 Kalaeloa FCU3 1 Multi purpose LG

4 175 Kalaeloa FCU4 1 Secure Distribution LG

5 175 Kalaeloa FCU5 1 Receiving LG

6 175 Kalaeloa FCU6 1 Open Distribution LG

7 175 Kalaeloa ACCU1 1 LG ARUN192BT2

7 175 Kalaeloa Exhaust Fan (EF-1) 1 Cook GN-184

8 175 Kalaeloa Exhaust Fan (EF-2) 1 Cook GN-184

 

1 RTSM Waiawa, Pearl City Package Unit  (PAC-1) 1 Computer Lab 1 Carrier Qty 1 NA

2 RTSM Waiawa, Pearl City Package Unit (PAC-2) 1 Computer Lab 2 Carrier Qty 1 NA

3 RTSM Waiawa, Pearl City Fan Coil Unit (FCU-1) 1 Qty 4 Qty 1

4 RTSM Waiawa, Pearl City Air Cooled Condensing Unit (ACCU-1) 1

Oustide  (Near Parts Storage 

Office)

5 RTSM Waiawa, Pearl City Fan Coil Unit (FCU-2) 1 Breakroom Qty 4 Qty 1

6 RTSM Waiawa, Pearl City Air Cooled Condensing Unit (ACCU-2) 1 Oustide ( Near Computer Lab 2)

7 RTSM Waiawa, Pearl City Fan Coil Unit (FCU-3) 1 Classroom 3 Qty 4 Qty 1
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8 RTSM Waiawa, Pearl City Air Cooled Condensing Unit (ACCU-3) 1 Oustide (Near Computer Lab 2)

9 RTSM Waiawa, Pearl City Exhaust Fan (Roof Mounted) 4  N/A Qty 4

1 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane TCH120B300BB J3914332BD Qty 4 Qty 1

2 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane ITCH060C300BB J19142406D Qty 2 Qty 1

3 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane TCH090D300BA HS4142858D Qty 2 Qty 1

4 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane TCH160B300CA J071430B3D Qty 2 Qty 1

5 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane TCH J11142284D Qty 8 Qty 1

6 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane TCH060C300BA J05142944D Qty 6 Qty 1

7 Band Building (B002) Waiawa, Pearl City Package Unit 1 Trane TCH050C300BB J18143316D Qty 4 Qty 1

8 Band Building (B002) Waiawa, Pearl City Supply Fan 1 N/A Qty 1

9 Band Building (B002) Waiawa, Pearl City Exhaust Fan (Roof Mounted) 9 N/A Qty 9

 

1 103rd Troop Comm(B001) Waiawa, Pearl City FCU (132-1) 1

2 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (132-1) 1

3 103rd Troop Comm(B001) Waiawa, Pearl City FCU (132-2) 1

4 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (132-2) 1

5 103rd Troop Comm(B001) Waiawa, Pearl City FCU (128) 1

6 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (128) 1

7 103rd Troop Comm(B001) Waiawa, Pearl City FCU (122) 1

8 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (122) 1

9 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (113) 1

10 103rd Troop Comm(B001) Waiawa, Pearl City FCU (113-1) 1

11 103rd Troop Comm(B001) Waiawa, Pearl City FCU (113-2) 1

12 103rd Troop Comm(B001) Waiawa, Pearl City FCU (114) 1

13 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (114) 1

14 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (192) 1

15 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-1) 1

16 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-2) 1

17 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-3) 1

18 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-4) 1

19 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-5) 1

20 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-6) 1

21 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-7) 1

22 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-8) 1

23 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-9) 1

24 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-10) 1

25 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-11) 1

26 103rd Troop Comm(B001) Waiawa, Pearl City FCU (192-12) 1

27 103rd Troop Comm(B001) Waiawa, Pearl City ACCU (120) 1

28 103rd Troop Comm(B001) Waiawa, Pearl City FCU (120-1) 1

29 103rd Troop Comm(B001) Waiawa, Pearl City FCU (120-2) 1

30 103rd Troop Comm(B001) Waiawa, Pearl City FCU (120-3) 1

31 103rd Troop Comm(B001) Waiawa, Pearl City FCU (120-4) 1

32 103rd Troop Comm(B001) Waiawa, Pearl City FCU (120-5) 1

33 103rd Troop Comm(B001) Waiawa, Pearl City FCU (120-6) 1

34 103rd Troop Comm(B001) Waiawa, Pearl City Dehumidifier 1 Vault Rm No 126

35 103rd Troop Comm(B001) Waiawa, Pearl City Supply Fan (SF1) 1

36 103rd Troop Comm(B001) Waiawa, Pearl City Supply Fan (SF2) 1

37 103rd Troop Comm(B001) Waiawa, Pearl City Supply Fan (SF3) 1

38 103rd Troop Comm(B001) Waiawa, Pearl City Supply Fan (SF4) 1

1 UTES (Building 21) Waiawa, Pearl City AC #1 1

2 UTES (Building 21) Waiawa, Pearl City AC #2 1

3 UTES (Building 21) Waiawa, Pearl City Exhaust Fan #1 1

 

1 829, AASF #1 Wheeler AAF Chiller 1 Climatrol LLS035001-001 BJ100214

2 829, AASF #1 Wheeler AAF Remote Condenser 1 AH WITT CDD-334 55666

3 829, AASF #1 Wheeler AAF CHWP 2 N/A N/A

4 829, AASF #1 Wheeler AAF AHU#1 1 Lanco Qty 1 Qty 1

5 829, AASF #1 Wheeler AAF AHU#2 1 Qty 1 Qty 1

6 829, AASF #1 Wheeler AAF AHU#3 1 Qty 1 Qty 1

7 829, AASF #1 Wheeler AAF AHU#4 1 Qty 1 Qty 1

8 829, AASF #1 Wheeler AAF AHU#5 1 Qty 1 Qty 1

9 829, AASF #1 Wheeler AAF AHU#6 1 Qty 1 Qty 1

10 829, AASF #1 Wheeler AAF AHU#7 1 Qty 1 Qty 1

11 829, AASF #1 Wheeler AAF AHU#8 1 Qty 1 Qty 1

12 829, AASF #1 Wheeler AAF AHU#9 1 Qty 1 Qty 1

13 829, AASF #1 Wheeler AAF AHU#10 1 Qty 1 Qty 1

14 829, AASF #1 Wheeler AAF AHU#11 1 Qty 1 Qty 1

15 829, AASF #1 Wheeler AAF Mini Split 4 Mitsubishi, Fujitsu Washable

16 829, AASF #1 Wheeler AAF Fan Coil Unit 6 Lanco Qty 1 DD
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1 832 Wheeler AAF Package Unit 1 Carrier 50BB028607 N395270 Qty 1 DD

2 832 Wheeler AAF Split A/C 1 Carrier

3 832 Wheeler AAF FCU 1 Fujitsu

4 832 Wheeler AAF ACCU 1 Fujitsu

5 832 Wheeler AAF FCU 1 Fujitsu

6 832 Wheeler AAF ACCU 1 Fujitsu

7 832 Wheeler AAF FCU 1 Fujitsu

8 832 Wheeler AAF ACCU 1 Fujitsu

9 832 Wheeler AAF Mini Split 3 Fujitsu Washable DD

10 832 Wheeler AAF Split 1 Trane Washable N/A

1 825, OSA Det 55 Wheeler AAF AHU 1 Trane Qty 4 Qty 1

2 825, OSA Det 55 Wheeler AAF ACCU 1 Trane TTA120B

  

1 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP1) 1 Outdoor Mitsubishi  PUHY-P-72T KMU-A-BS  

2 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP1) 1 Outdoor Mitsubishi  PUHY-P-120T KMU-A-BS 

3 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP2) 1 Outdoor Mitsubishi  PUHY-P-144T KMU-A-BS 

4 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP3) 1 Outdoor Mitsubishi  PUHY-P-72T KMU-A-BS  

5 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP3) 1 Outdoor Mitsubishi  PUHY-P-96T KMU-A-BS  

6 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP4) 1 Outdoor Mitsubishi  PUHY-P-72T KMU-A-BS  

7 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP4) 1 Outdoor Mitsubishi  PUHY-P-120T KMU-A-BS 

8 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP5) 1 Outdoor Mitsubishi  PUHY-P-72T KMU-A-BS  

9 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP5) 1 Outdoor Mitsubishi  PUHY-P-96T KMU-A-BS  

10 Wahiawa Armory Wahiawa VRF  System Heat Pump (HP6) 1 Outdoor Mitsubishi  PUHY-P-144T KMU-A-BS 

11 Wahiawa Armory Wahiawa Fan Coil Unit (FC8A) 15 Mitsubishi PLFY-P08NCMU-E

12 Wahiawa Armory Wahiawa Fan Coil Unit (FC12A) 14 Mitsubishi PLFY-P12NCMU-E

13 Wahiawa Armory Wahiawa Fan Coil Unit (FC15A) 7 Mitsubishi PLFY-P15NCMU-E

14 Wahiawa Armory Wahiawa Fan Coil Unit (FC12B) 1 Mitsubishi PLFY-P12NBMU-E

15 Wahiawa Armory Wahiawa Fan Coil Unit (FC15B) 7 Mitsubishi PLFY-P15NBMU-E

16 Wahiawa Armory Wahiawa Fan Coil Unit (FC18B) 3 Mitsubishi PLFY-P18NBMU-E

17 Wahiawa Armory Wahiawa Fan Coil Unit (FC24B) 1 Mitsubishi PLFY-P24NBMU-E

18 Wahiawa Armory Wahiawa Fan Coil Unit (FC30B) 1 Mitsubishi PLFY-P30NBMU-E

19 Wahiawa Armory Wahiawa Fan Coil Unit (FC36B) 4 Mitsubishi PLFY-P36NBMU-E

20 Wahiawa Armory Wahiawa Fan Coil Unit (FC6C) 22 Mitsubishi PLFY-P06NBMU-E

21 Wahiawa Armory Wahiawa Fan Coil Unit (FC8C) 1 Mitsubishi PLFY-P08NBMU-E

22 Wahiawa Armory Wahiawa Fan Coil Unit (FC12C) 1 Mitsubishi PLFY-P12NBMU-E

23 Wahiawa Armory Wahiawa Fan Coil Unit (FC15C) 1 Mitsubishi PLFY-P15NBMU-E

24 Wahiawa Armory Wahiawa Fan Coil Unit (FC6D) 1 Mitsubishi PLFY-P06NBMU-E

25 Wahiawa Armory Wahiawa Supply Fan (SF-1A) 1 Rm 104A Fantech FR-140

26 Wahiawa Armory Wahiawa Supply Fan (SF-3A) 1 Rm 117 Fantech FR-200

27 Wahiawa Armory Wahiawa Supply Fan (SF-3B) 1 Rm 133 Fantech FR-250

28 Wahiawa Armory Wahiawa Supply Fan (SF-6A) 1 Rm 141 Fantech FR-225

29 Wahiawa Armory Wahiawa Supply Fan (SF-6B) 1 Rm 156 Fantech FR-125

30 Wahiawa Armory Wahiawa Supply Fan (SF-6C) 1 Rm 156 Fantech FR-150

 

1 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo ACCU-2 1 Trane   Qty 24 Qty 2

2 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo AHU-2 1

3 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo ACCU-3 1 LG

4 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo FCU3 2

5 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo ACCU4 1 LG

6 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo FCU4 2

7 Classrooms Bldg 710 RTI Bellows AFS, Waimanalo VFD 1  

 

1 Administrative Bldg 711 RTI Bellows AFS, Waimanalo ACCU-1 1 Trane

2 Administrative Bldg 711 RTI Bellows AFS, Waimanalo AHU-1 1 Trane Qty 16 Qty 2

3 Administrative Bldg 711 RTI Bellows AFS, Waimanalo VFD 1  

1 Dining Faciliity Bldg 712 RTI Bellows AFS, Waimanalo ACCU-3 1 Trane

2 Dining Faciliity Bldg 712 RTI Bellows AFS, Waimanalo AHU-3 1 Trane Qty 16 Qty 2

3 Dining Faciliity Bldg 712 RTI Bellows AFS, Waimanalo VFD 1  

1 Auditorium Bldg. 713 RTI Bellows AFS, Waimanalo ACCU-2 1 Trane

2 Auditorium Bldg. 713 RTI Bellows AFS, Waimanalo AHU-2 1 Trane Qty 20 Qty 2

3 Auditorium Bldg. 713 RTI Bellows AFS, Waimanalo VFD 1   

 

1 Army Lodging #1 Bldg 714 RTI Bellows AFS, Waimanalo ACCU-1 2 Outside Carrier 3201F03411

2 Army Lodging #1 Bldg 714 RTI Bellows AFS, Waimanalo AHU-1B 1 Billet #1 (Ground Floor) Trane Qty 12 Qty 2

3 Army Lodging #1 Bldg 714 RTI Bellows AFS, Waimanalo AHU-1D 1 Billet #1 (2nd Floor) Trane

4 Army Lodging #1 Bldg 714 RTI Bellows AFS, Waimanalo VFD  

1 Physical Fitness/Office Bldg 715 RTI Bellows AFS, Waimanalo ACCU-4 1 Trane

2 Physical Fitness/Office Bldg 715 RTI Bellows AFS, Waimanalo ACCU-5 1

3 Physical Fitness/Office Bldg 715 RTI Bellows AFS, Waimanalo FCU-1 1 Billet Physical Fitness (134)

4 Physical Fitness/Office Bldg 715 RTI Bellows AFS, Waimanalo FCU-2 1 Billet Office (140
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5 Physical Fitness/Office Bldg 715 RTI Bellows AFS, Waimanalo Mini Split 1 Fujitsu N/A DD

 

1 Army Lodging #2 Bldg 716 RTI Bellows AFS, Waimanalo ACCU-1 2 Outside Carrier  3201F03394

2 Army Lodging #2 Bldg 716 RTI Bellows AFS, Waimanalo AHU-1A 1 Billet #2 (Ground Floor) Trane MCCA017UBA00000U Qty 12 Qty 2

3 Army Lodging #2 Bldg 716 RTI Bellows AFS, Waimanalo AHU-1C 1 Billet #2 (2nd Floor) Trane  Qty 12 Qty 2

4 Army Lodging #2 Bldg 716 RTI Bellows AFS, Waimanalo VFD   

 

1 300 Diamond Head, Fort Ruger Split-System FCU-1 1 Rm. 4 Carrier 40QNB018300 1798'Y50793 Washable D/D

2 300 Diamond Head, Fort Ruger Split-System ACCU-1 1 Outside Carrier 38HDC018341 1200DX85337 D/D

3 300 Diamond Head, Fort Ruger Split-System FCU-2 (24,200 BTUH) 1 Rm 3 Fujitsu ASU24CL1 GDA 025807

4 300 Diamond Head, Fort Ruger Split-System ACCU-2 1 Outside Fujitsu AOU24CL1 GDN 026077

5 300 Diamond Head, Fort Ruger Split-System FCU-3 1 Rm 5 Carrier 40QNB009100 15199Y41049 Washable D/D

6 300 Diamond Head, Fort Ruger Split-System ACCU-3 1 Outside Carrier 38HX1009100 0899Y10010 D/D

7 300 Diamond Head, Fort Ruger Split-System FCU-4 1 Rm. 8 Carrier 40QNB018310 1798Y50796 Washable D/D

8 300 Diamond Head, Fort Ruger Split-System ACCU-4 1 Outside Carrier 38HDC018341 1200X85340 D/D

9 300 Diamond Head, Fort Ruger Split-System FCU-5 1 Rm. 9A Carrier 40QNB009100 1599Y41044 Washable D/D

10 300 Diamond Head, Fort Ruger Split-System ACCU-5 1 Outside Carrier 38HN009100 0899Y10015 D/D

11 300 Diamond Head, Fort Ruger Split-System FCU-6 1 Rm. 9B Carrier 40QNB024300 0499Y50200 Washable D/D

12 300 Diamond Head, Fort Ruger Split-System ACCU-6 1 Outside Carrier 38HDC02431 0200XB1318 D/D

13 300 Diamond Head, Fort Ruger Split-System FCU-7 1 Rm. 10 Carrier 40QNB009100 1599Y41057 Washable D/D

14 300 Diamond Head, Fort Ruger Split-System ACCU-7 1 Outside Carrier 38HN009100 0899Y10038  D/D

15 300 Diamond Head, Fort Ruger Split-System FCU-8 (24,200 BTUH) 1 Rm 12 Fujitsu ASU24CL 1 GOA 025906

16 300 Diamond Head, Fort Ruger Split-System ACCU-8 1 Outside Fujitsu AOU24CL1 GDN 025954

17 300 Diamond Head, Fort Ruger Split-System FCU-9 1 Rm 12-A-1 Carrier 40QNB024300 0499Y50199 Washable D/D

18 300 Diamond Head, Fort Ruger Split-System ACCU-9 1 Outside Carrier 38HDC024331 0200XB1324 D/D

19 300 Diamond Head, Fort Ruger Split-System FCU-10 1 Rm. 12-A-2 Carrier 40QNB024300 0499Y50288 Washable D/D

20 300 Diamond Head, Fort Ruger Split-System ACCU-10 1 Outside Carrier 38HDC024331 0200X81320 D/D

21 300 Diamond Head, Fort Ruger Split-System FCU-11 1 Rm. 12-B-1 Carrier 40QNB024300 0499Y50286 Washable D/D

22 300 Diamond Head, Fort Ruger Split-System ACCU-11 1 Outside Carrier 38HDC024331 0200X81327 D/D

23 300 Diamond Head, Fort Ruger Split-System FCU-12 1 Rm 12-B-2 Carrier 40QNB024300 0499Y50133 Washable D/D

24 300 Diamond Head, Fort Ruger Split-System ACCU-12 1 Outside Carrier 38HDC024331 0200X81321 D/D

25 300 Diamond Head, Fort Ruger Split-System FCU-13 1 Rm. 13 Carrier 40QNB018300 176BY20794 Washable D/D

26 300 Diamond Head, Fort Ruger Split-System ACCU-13 1 Outside Carrier 38HDC018341 1200X85338 D/D

27 300 Diamond Head, Fort Ruger Split-System FCU-14 1 Rm. 14 Fujitsu AOU36CLX1 HBN 022428

28 300 Diamond Head, Fort Ruger Split-System ACCU-14 1 Outside Fujitsu ASU36CLX1 HBA 022530

29 300 Diamond Head, Fort Ruger Split-System FCU-15 1 Rm. 15 Carrier 40QNB024300 4499Y50397 Washable D/D

30 300 Diamond Head, Fort Ruger Split-System ACCU-15 1 Outside Carrier 38HDC024331 2700X93914  D/D

31 300 Diamond Head, Fort Ruger Split-System FCU-16 1 Rm. 19 Carrier 40QNB009100 1599841053 Washable D/D

32 300 Diamond Head, Fort Ruger Split-System ACCU-16 1 Outside Carrier 38HN009100 0899Y10039 D/D

33 300 Diamond Head, Fort Ruger Split-System FCU-17 1 Rm. 24 Carrier N/A N/A Washable D/D

34 300 Diamond Head, Fort Ruger Split-System ACCU-17 1 Outside Carrier 38AN009100 0098Y10040  D/D

35 300 Diamond Head, Fort Ruger Split-System FCU-18 1 Rm. 25 Carrier N/A N/A Washable D/D

36 300 Diamond Head, Fort Ruger Split-System ACCU-18 1 Outside Carrier 38AN009100 0899Y10050 D/D

37 300 Diamond Head, Fort Ruger Split-System FCU-19 1 Rm. 26A Fujitsu ASU30C1 8352 Washable D/D

38 300 Diamond Head, Fort Ruger Split-System ACCU-19 1 Outside Fujitsu AOU30C1 A0N006280 D/D

39 300 Diamond Head, Fort Ruger Split-System FCU-20 1 Rm. 26B Carrier 40QNB009100 1599Y41085 Washable D/D

40 300 Diamond Head, Fort Ruger Split-System ACCU-20 1 Outside Carrier 38AN009100 0899Y10012 D/D

41 300 Diamond Head, Fort Ruger Split-System FCU-21 1 Rm. 26C Fujitsu ASU30C1 8352 Washable D/D

42 300 Diamond Head, Fort Ruger Split-System ACCU-21 1 Outside Fujitsu AOU30C1 A0N0063226 D/D

43 300 Diamond Head, Fort Ruger Split-System FCU-22A 1 Rm 32 Fujitsu ASU15RLS2 JSA 039884

44 300 Diamond Head, Fort Ruger Split-System FCU-22B 1 Rm 33 Fujitsu ASU9RLF1 MXA 034321

45 300 Diamond Head, Fort Ruger Split-System FCU-22C 1 Rm 34 Fujitsu ASU9RLF1 MXA 034327

46 300 Diamond Head, Fort Ruger Split-System ACCU-22 1 Outside Fujitsu AOU36RLXFZ1 LVN 036144

47 300 Diamond Head, Fort Ruger Split-System ACCU-23 1 Outside Fujitsu AOU36RLXFZ1 LVN 036143

48 300 Diamond Head, Fort Ruger Split-System FCU-23A 1 Rm 35 Fujitsu ASU15RLS2 JSA 039881

49 300 Diamond Head, Fort Ruger Split-System FCU-23B 1 Rm 36 Fujitsu ASU9RLF1 MXA 029540

50 300 Diamond Head, Fort Ruger Split-System FCU-23C 1 Rm 37 Fujitsu ASU9RLF1 MXA 034318

51 300 Diamond Head, Fort Ruger Split-System FCU-24 1 Rm. 38A Carrier 40HQNB024300 0301X99872 Washable D/D

52 300 Diamond Head, Fort Ruger Split-System ACCU-24 1 Rm. 38A Carrier 38HDC024331 0301X99872 D/D

53 300 Diamond Head, Fort Ruger Split-System FCU-25 1 Rm. 38B Carrier 40HQNB024300 0200X81398 Washable D/D

54 300 Diamond Head, Fort Ruger Split-System ACCU-25 1 Rm. 38B Carrier 38HDC024331 0200X81398  D/D

55 300 Diamond Head, Fort Ruger Split-System ACCU-26 (12,000 BTUH) 1 Outside Fujitsu AOU12RLFW1 MYN 009384

56 300 Diamond Head, Fort Ruger Split-System FCU-26 1 Rm. 39A Fujitsu ASU12RLFW1 MYA 020319

57 300 Diamond Head, Fort Ruger Split-System FCU-27 1 Rm. 39B Carrier 40QNBA24300 4499X51259 Washable D/D

58 300 Diamond Head, Fort Ruger Split-System ACCU-27 1 Rm. 39B Carrier 38HDC024331 0301X99884 D/D

59 300 Diamond Head, Fort Ruger Split-System FCU-28 1 Rm. 40 Carrier 40QNBA24300 4499X50392 Washable D/D

60 300 Diamond Head, Fort Ruger Split-System ACCU-28 1 Outside Carrier 38HDC024331 2700X93910 D/D

61 300 Diamond Head, Fort Ruger Split-System FCU-29 1 Rm. 46 Ambiance AS18CR3FM N/A Washable D/D

62 300 Diamond Head, Fort Ruger Split-System ACCU-29 1 Outside Ambiance AS18CR3FM 9239000020 D/D

63 300 Diamond Head, Fort Ruger Split-System FCU-30 1 Rm. 47A Fujitsu AOU12RLFW1 MYN 009809

64 300 Diamond Head, Fort Ruger Split-System ACCU-30 1 Outside Fujitsu ASU12RLFW1 MYA 020298

65 300 Diamond Head, Fort Ruger Split-System FCU-31 1 Rm. 47B Carrier 40QNB024300 1300Y42034 Washable D/D

66 300 Diamond Head, Fort Ruger Split-System ACCU-31 1 Outside Carrier 3BHDC024331 1452X19846  D/D

67 300 Diamond Head, Fort Ruger Split System 24
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1 407 Diamond Head Crater, Ft Ruger Air Cooled Chiller (CH1) 1 Outside RAETECH 30A0CS8 03-05-077363 N/A N/A

2 407 Diamond Head Crater, Ft Ruger Air Cooled Chiller (CH2) 1 Outside RAETECH 30A0CS8 N/A N/A N/A

3 407 Diamond Head Crater, Ft Ruger Chill water pump (CHWP1) 1

4 407 Diamond Head Crater, Ft Ruger Chill water pump (CHWP2) 1

4 407 Diamond Head Crater, Ft Ruger AHU #1 1 Carrier N/A N/A

5 407 Diamond Head Crater, Ft Ruger AHU #2 1 Rm. 104 Carrier N/A N/A 1-1BX25X1 1-A26

6 407 Diamond Head Crater, Ft Ruger AHU #3 1 Rm 103 Carrier N/A N/A 1-16X2SX1 1-A26

7 407 Diamond Head Crater, Ft Ruger FCU #1 1 Rm 103A Carrier 42CE6BRCY6A. N/A 1-10X40X1 D/D

8 407 Diamond Head Crater, Ft Ruger FCU #2 1 Rm 103B Carrier 42CE6BRCY8A N/A 1-10X40X1 D/D

9 407 Diamond Head Crater, Ft Ruger FCU #3 1 Rm 104A

10 407 Diamond Head Crater, Ft Ruger Condensate pump 1 Hallway  

11 407 Diamond Head Crater, Ft Ruger Utility exhaust fan 1 Generator Room  N/A N/A 1-A43

12 407 Diamond Head Crater, Ft Ruger AHU 1 Server Rm. Liebert MMD363P0ED0 0504N102767 1-16X25X2 D/D

13 407 Diamond Head Crater, Ft Ruger Dry Cooler 1 Hallway Liebert MCD38W3PH3 050012N105225 NIA. D/D

14 407 Diamond Head Crater, Ft Ruger AHU#1 1 Hallway Carrier 39LB03AAATAMJAG 0805U0188 2-16X25X2 1-A21

 

1 306 Diamond Head Rd, Ft. Ruger Water Cooled Chiller (CH-1) 1 Bldg 306A Mech Rm   

2 306 Diamond Head Rd, Ft. Ruger Cooling Tower (CT-1) 1 Outside Bldg 306A

3 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 1-1) 1

4 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 1-2) 1

5 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 1-3) 1

6 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 1-4) 1

7 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 1-5) 1

8 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 2-1) 1

9 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 2-2) 1

10 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 2-4) 1

11 306 Diamond Head Rd, Ft. Ruger Air Handler Unit (AH 2-5) 1

12 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-1) 1

13 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-1A) 1

14 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-2) 1

15 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-3) 1

16 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-4) 1

17 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-5) 1

18 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-6) 1

19 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-7) 1

20 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-8) 1

21 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-9) 1

22 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 1-10) 1

23 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-1) 1

24 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-2) 1

25 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-3) 1

26 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-3A) 1

27 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-3B) 1

28 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-4) 1

29 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-5) 1

30 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-6) 1

31 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-7) 1

32 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-8) 1

33 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-9) 1

34 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-10) 1

35 306 Diamond Head Rd, Ft. Ruger Fan Coil Unit (FC 2-11) 1

36 306 Diamond Head Rd, Ft. Ruger Exhaust Fan (EF-1) 1 Bldg 306A Mech Rm

37 306 Diamond Head Rd, Ft. Ruger Chilled Water Pump (CHWP-1) 1 Bldg 306A Mech Rm

38 306 Diamond Head Rd, Ft. Ruger Chilled Water Pump (CHWP-2) 1 Bldg 306A Mech Rm

39 306 Diamond Head Rd, Ft. Ruger Condenser Water Pump (CDWP-1) 1 Bldg 306A Mech Rm

40 306 Diamond Head Rd, Ft. Ruger Condenser Water Pump (CDWP-1) 1 Bldg 306A Mech Rm

41 306 Diamond Head Rd, Ft. Ruger VFD 4  

 

1 306A Diamond Head Rd, Ft. Ruger FCU-1 1 Computer Room Liebert Qty 4 each

2 306A Diamond Head Rd, Ft. Ruger ACCU-1 1 Outside Liebert

2 306A Diamond Head Rd, Ft. Ruger FCU-2 1 Computer Room Liebert Qty 4 each

3 306A Diamond Head Rd, Ft. Ruger ACCU-2 1 Outside Liebert

3 306A Diamond Head Rd, Ft. Ruger FCU-3 1 Computer Room Liebert Qty 4 each

4 306A Diamond Head Rd, Ft. Ruger ACCU-3 1 Outside Liebert

5 306A Diamond Head Rd, Ft. Ruger ACCU-4 1 Serves 1st Floor Offices Fujitsu AOU24CL

6 306A Diamond Head Rd, Ft. Ruger FCU-4 1 Serves 1st Floor Offices Fujitsu ASU24CL

7 306A Diamond Head Rd, Ft. Ruger ACCU-5 1 Serves 1st Floor Offices Fujitsu AOU24CL

8 306A Diamond Head Rd, Ft. Ruger FCU-5 1 Serves 1st Floor Offices Fujitsu ASU24CL

9 306A Diamond Head Rd, Ft. Ruger ACCU-6 1 Serves 1st Floor Offices Fujitsu AOU36RML

10 306A Diamond Head Rd, Ft. Ruger FCU-6 1 Serves 1st Floor Offices Fujitsu ASU12RMLQ

11 306A Diamond Head Rd, Ft. Ruger ACCU-7 1 Serves 1st Floor Offices Fujitsu ASU12RMLQ

12 306A Diamond Head Rd, Ft. Ruger FCU-7 1 Serves 1st Floor Offices Fujitsu ASU9RMLQ

13 306A Diamond Head Rd, Ft. Ruger ACCU-8 1 Serves 1st Floor Offices Fujitsu AOU36CLX
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14 306A Diamond Head Rd, Ft. Ruger FCU-8 1 Serves 1st Floor Offices Fujitsu ASU36CLX

15 306A Diamond Head Rd, Ft. Ruger ACCU-9 1 Serves 1st Floor Offices Fujitsu AOU36RML

16 306A Diamond Head Rd, Ft. Ruger FCU-9 1 Serves 1st Floor Offices Fujitsu ASU9RMLQ

17 306A Diamond Head Rd, Ft. Ruger ACCU-10 1 Serves 1st Floor Offices Fujitsu ASU9RMLQ

18 306A Diamond Head Rd, Ft. Ruger FCU-10 1 Serves 1st Floor Offices Fujitsu ASU12RMLQ

19 306A Diamond Head Rd, Ft. Ruger ACCU-11 1 Serves 1st Floor Offices Fujitsu AOU36CLX

20 306A Diamond Head Rd, Ft. Ruger FCU-11 1 Serves 1st Floor Offices Fujitsu ASU36CLX

21 306A Diamond Head Rd, Ft. Ruger ACCU-12 1 Serves 1st Floor Offices Fujitsu AOU36CLX

22 306A Diamond Head Rd, Ft. Ruger FCU-12 1 Serves 1st Floor Offices Fujitsu AOU36CLX

23 306A Diamond Head Rd, Ft. Ruger ACCU-13 1 Serves 1st Floor Offices Fujitsu AOU36CLX

24 306A Diamond Head Rd, Ft. Ruger FCU-13 1 Serves 1st Floor Offices Fujitsu AOU36CLX

25 306A Diamond Head Rd, Ft. Ruger ACCU-14 1 Serves 2nd Floor Offices Fujitsu AOU24CL

26 306A Diamond Head Rd, Ft. Ruger FCU-14 1 Serves 2nd Floor Offices Fujitsu ASU24CL

27 306A Diamond Head Rd, Ft. Ruger ACCU-15 1 Serves 2nd Floor Offices Fujitsu AOU36CLX

28 306A Diamond Head Rd, Ft. Ruger FCU-15 1 Serves 2nd Floor Offices Fujitsu ASU36CLX

29 306A Diamond Head Rd, Ft. Ruger ACCU-16 1 Serves 2nd Floor Offices Fujitsu AOU36RMLQ

30 306A Diamond Head Rd, Ft. Ruger FCU-16A 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

31 306A Diamond Head Rd, Ft. Ruger FCU-16B 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

32 306A Diamond Head Rd, Ft. Ruger FCU-16C 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

33 306A Diamond Head Rd, Ft. Ruger FCU-16D 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

34 306A Diamond Head Rd, Ft. Ruger ACCU-17 1 Serves 2nd Floor Offices Fujitsu AOU36RML

35 306A Diamond Head Rd, Ft. Ruger FCU-17A 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

36 306A Diamond Head Rd, Ft. Ruger FCU-17B 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

37 306A Diamond Head Rd, Ft. Ruger FCU-17C 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

38 306A Diamond Head Rd, Ft. Ruger ACCU-18 1 Serves 2nd Floor Offices Fujitsu AOU36RML

39 306A Diamond Head Rd, Ft. Ruger FCU-18A 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

40 306A Diamond Head Rd, Ft. Ruger FCU-18B 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

41 306A Diamond Head Rd, Ft. Ruger FCU-18C 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

42 306A Diamond Head Rd, Ft. Ruger ACCU-19 1 Serves 2nd Floor Offices Fujitsu AOU36RML

43 306A Diamond Head Rd, Ft. Ruger FCU-19A 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

44 306A Diamond Head Rd, Ft. Ruger FCU-19B 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

45 306A Diamond Head Rd, Ft. Ruger FCU-19C 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

46 306A Diamond Head Rd, Ft. Ruger ACCU-20 1 Serves 2nd Floor Offices Fujitsu AOU36CLX

47 306A Diamond Head Rd, Ft. Ruger FCU-20 1 Serves 2nd Floor Offices Fujitsu ASU36CLX

48 306A Diamond Head Rd, Ft. Ruger ACCU-21 1 Serves 2nd Floor Offices Fujitsu AOU36RML

49 306A Diamond Head Rd, Ft. Ruger FCU-21A 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

50 306A Diamond Head Rd, Ft. Ruger FCU-21B 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

51 306A Diamond Head Rd, Ft. Ruger FCU-21C 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

52 306A Diamond Head Rd, Ft. Ruger ACCU-22 1 Serves 2nd Floor Offices Fujitsu AOU36CLX

53 306A Diamond Head Rd, Ft. Ruger FCU-22 1 Serves 2nd Floor Offices Fujitsu ASU36CLX

54 306A Diamond Head Rd, Ft. Ruger ACCU-23 1 Serves 2nd Floor Offices Fujitsu AOU36CLX

55 306A Diamond Head Rd, Ft. Ruger FCU-23 1 Serves 2nd Floor Offices Fujitsu ASU36CLX

56 306A Diamond Head Rd, Ft. Ruger ACCU-24 1 Serves 2nd Floor Offices Fujitsu AOU36RML

57 306A Diamond Head Rd, Ft. Ruger FCU-24A 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

58 306A Diamond Head Rd, Ft. Ruger FCU-24B 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

59 306A Diamond Head Rd, Ft. Ruger FCU-24C 1 Serves 2nd Floor Offices Fujitsu ASU9RMLQ

60 306A Diamond Head Rd, Ft. Ruger ACCU-25 1 Serves 2nd Floor Offices Fujitsu AOU36CLX

61 306A Diamond Head Rd, Ft. Ruger FCU-25A 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

62 306A Diamond Head Rd, Ft. Ruger FCU-25B 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

63 306A Diamond Head Rd, Ft. Ruger FCU-25C 1 Serves 2nd Floor Offices Fujitsu ASU12RMLQ

64 306A Diamond Head Rd, Ft. Ruger Split-System FCU-26 1 Rm. G4 Carrier FG3AAA038 0898V270 2-16X25X2 1-A36

65 306A Diamond Head Rd, Ft. Ruger Split-System ACCU-26 1 Outside Carrier 36CKB030300 13N6E20578 N/A N/A

66 306A Diamond Head Rd, Ft. Ruger Split-System FCU-27 1 Rm. D11 Trane TWE1205300AB E23176068 4-18X25X1 1-B49

67 306A Diamond Head Rd, Ft. Ruger Split-System ACCU-27 1 Outside Trane TTA120B400EA 40443YNAD N/A N/A

68 306A Diamond Head Rd, Ft. Ruger VRF System (Joint Staff Area) 1 Outside Mitsubishi PUHY-P144YKMU-A-8S

69 306A Diamond Head Rd, Ft. Ruger FCU 155-1 1 Rm 155 Mitsubishi PLFY-P12NCMU-E 

70 306A Diamond Head Rd, Ft. Ruger FCU 155-2 1 Rm 155 Mitsubishi PLFY-P12NCMU-E 

71 306A Diamond Head Rd, Ft. Ruger FCU 155-3 1 Rm 155 Mitsubishi PLFY-P12NCMU-E 

72 306A Diamond Head Rd, Ft. Ruger FCU 228-4 1 Rm 228 Mitsubishi PLFY-P12NCMU-E

73 306A Diamond Head Rd, Ft. Ruger FCU 237-5 1 Rm 237 Mitsubishi PLFY-P12NCMU-E

74 306A Diamond Head Rd, Ft. Ruger FCU 240-6 1 Rm 240 Mitsubishi PLFY-P12NCMU-E

75 306A Diamond Head Rd, Ft. Ruger FCU 240-7 1 Rm 240 Mitsubishi PLFY-P12NCMU-E

76 306A Diamond Head Rd, Ft. Ruger FCU 240-8 1 Rm 240 Mitsubishi PLFY-P12NCMU-E

77 306A Diamond Head Rd, Ft. Ruger FCU 240-9 1 Rm 240 Mitsubishi PLFY-P12NCMU-E

78 306A Diamond Head Rd, Ft. Ruger FCU 240-10 1 Rm 240 Mitsubishi PLFY-P12NCMU-E

79 306A Diamond Head Rd, Ft. Ruger FCU 240-11 1 Rm 240 Mitsubishi PMFY-P06NBMU-E

80 306A Diamond Head Rd, Ft. Ruger FCU 240-7 1 Rm 240 Mitsubishi PLFY-P12NCMU-E
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